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If machine is to be
operated

At 440 volt 3 phase power,
please read the following
warning.

WARNING!

This machine must be wired by a qualified
electrician. Do not connect 440-volt power directly

to this machine. The use of the stop down
transformer supplied with this machine must be
used. Failure to do so may affect warranty, if
damage occurs from improper wiring.
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Model V-16 : Drawing 85380S2 3/30/09
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Model V-16 : Drawing 85380S3
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